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Thank you for choosing our product.
Please read this Owner’s Manual carefully before operation and 
retain it for future reference.

NOTE：
Actual product may be different from graphics, 
please refer to actual products.

Model
KW09XQ25PAI
KW12XQ25PAI
KW09XQ25PDI
KW12XQ25PDI
KW18XQ25PDI
KW24XQ25PDI



Explanation of Symbols

WARNING

CAUTION 

NOTICE

1.Damage the product due to improper use or misuse of the product;
2.Alter, change, maintain or use the product with other equipment without abiding

by the instruction manual of manufacturer;
3.After verification, the defect of product is directly caused by corrosive gas;
4.After verification, the defects are due to improper operation during transportation

of product;
5.Operate, repair, maintain the unit without abiding by instruction manual or related

regulations;
6.After verification, the problem or dispute is caused by the quality specification or

performance of parts and components that produced by other manufacturers;
7.The damage is caused by natural calamities, bad using environment or force

majeure.

Exception Clauses

Manufacturer will bear no responsibilities when personal injury or property loss is 
caused by the following reasons.

This symbol indicates the possibility of death or serious injury.

This symbol indicates the possibility of injury or damage to
property.

Indicates important but not hazard-related  information, used 
to indicate risk of property damage.

If it needs to install, move or maintain the air conditioner, please contact dealer
or local service center to conduct it at first. Air conditioner must be installed,
moved or maintained by appointed unit. Otherwise, it may cause serious damage
or personal injury or death.
When refrigerant leaks or requires discharge during installation, maintenance, or
disassembly, it should be handled by certified professionals or otherwise in
compliance with local laws and regulations.
This appliance is not intended for use by persons (including children) with
reduced physical, sensory or mental capabilities or lack of experience and
knowledge, unless they have been given supervision or instruction concerning
use of the appliance by a person responsible for their safety.
Children should be supervised to ensure that they do not play with the appliance.



WARNING

manual first.

the service ma-

appliance, read 

appliance, read appliance, read 

The refrigerant

Before install the

the installation 

Before use the 

nual first.
the owner’s ma-

nual first.

Before repair the 

Appliance filled with flammable gas R32.

fore need a less filling.

The appliance shall be stored in a room without 
continuously operating ignition sources.
(for example:open flames,an operating gas app-
liance or an operating electric heater.)
The appliance shall be stored in a well-ventilated 
area where the room size corresponds to the 
room area as specified for operation.
The appliance shall be stored so as to prevent 
mechanical damage from occurring.
Ducts connected to an appliance shall not con-
tain an ignition source.
Keep any required ventilation openings clear of 
obstruction.
Do not pierce or burn.
Be aware that refrigerants may not contain an 
odour. 
Do not use means to accelerate the defrosting 

Should repair be necessary,contact your nearest 
authorized Service Centre. Any repairs carried out 
by unqualified personnel may be dangerous.
Compliance with national gas regulations shall 
be observed. 
Read specialist’s manual.

To realize the function of the air conditioner unit, 
a special refrigerant circulates in  the system. 
The used refrigerant is the fluoride R32, which

 

is specially cleaned. The refrigerant is flammable
and inodorous. Furthermore, it can lead to ex-
plosion under certain conditions.  But the flam-
mability of the refrigerant is very low. It can be

 

ignited only by fire. 
Compared to common refrigerants, R32 is a
nonpolluting refrigerant with no harm  to the 
ozonosphere. The influence upon the green-

 

Safety operation of flammable refrigerant

Qualification of workers

house effect is also lower. R32 has got very 
good thermodynamic features which lead to a

 

really high energy efficiency.  The units there

Qualification of the working personnel for 
maintenance, service and repair operations 
should according to UL 60335-2 -40、CAN/C-
SA-C22.2 No. 60335-2-40：22 Annex HH.. 
Every working procedure that affects safety 
means shall only be carried out by compe-
tent persons according to Annex HH. Special 
training additionalto usual refrigerating equip-
ment repair procedures is required when 
equipment with FLAMMABLE REFRIGER-
ANTS is affected.

Installation notes

Leak test is a must after installation.

The air conditioner must be installed in a room
that is larger than the minimum room area. The 
minimum room area is shown on the nameplate 
or following table a.
It is not allowed to drill hole or burn the connec-
tion pipe.

Refr igerant 
Safety Group

A2L

process or to clean,other than those recomm-
ended by the manufacturer.
Servicing shall be performed only as recomm-
ended by the manufacturer.Appliance filled with 

flammable magas R32.

Appliance shall be installed, operated and 
stored in a room with a floor area larger than 
X m  .
(Please refer to table "a" in section of " Safety 
operat ion of f lammable refr igerant " for 
space X.)
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Refr igerant 
Safety Group

A2L



FCC WARNING

IC STATEMENT

WARNING:  Changes or modifications to this unit not expressly approved by the 
party responsible for compliance could void the user’s authority to operate the    
equipment.

●
●

Reorient or relocate the receiving antenna.

●
Increase the separation between the equipment and receiver.
Connect the equipment into an outlet on a circuit different from that to which the

●
receiver is connected.
Consult the dealer or an experienced radio/TV technician for help.

FCC STATEMENT
This device complies with Part 15 of the FCC Rules.Operation is subject to the 
following two conditions :  
(1) this device may not cause harmful interference, and (2) this device must accept   
any interference received,including interference that may cause undesired operation. 
NOTE: This equipment has been tested and found to comply with the limits for a 
Class B digital device, pursuant to part 15 of the FCC Rules. These limits are designed  
to provide reasonable protection against harmful interference in a residential  
installation. This equipment generates, uses and can radiate radio frequency energy 
and, if not installed and used in accordance with the instructions,may cause harmful    
interference to radio communications. 
However, there is no guarantee that interference will not occur in a particular installation.
If this equipment does cause harmful interference to radio or television reception, which 
can be determined by turning the equipment off and on, the user is encouraged to try to    
correct the interference by one or more of the following measures: 

This device complies with Industry Canada licenceexempt RSS standard(s). Operation 
is subject to the following two conditions: (1) this device may not cause interference, 
and (2) this device must accept any interference, including interference that may cause    
undesired operation of the device.
Le présent appareil est conforme aux CNR d'Industrie Canada applicables aux 
appareils radio exempts de licence. L'exploitation est autorisée aux deux conditions   
suivantes : (1) l'appareil ne doit pas produire de brouillage, et (2) l'utilisateur de 
l'appareil doit accepter tout brouillage radioélectrique subi, même si le brouillage est 
susceptible d'en compromettre le fonctionnement.    



IC STATEMENT
This equipment complies with FCC’s and IC’s RF radiation exposure limits set forth 
for an uncontrolled environment. The antenna(s) used for this transmitter must be 
installed and operated to provide a separation distance of at least 20 cm from all 
persons and must not be collocated or operating in conjunction with any other 
antenna or transmitter. Installers must ensure that 20cm separation distance will 
be maintained between the device (excluding its handset) and users.    
Cet appareil est conforme aux limites d’exposition au rayonnement RF stipulées 
par la FCC et l’IC pour une utilisation dans un environnement non contrôlé. Les   
antennes utilisées pour cet émetteur doivent être installées et doivent fonctionner 
à au moins 20 cm de distance des utilisateurs et ne doivent pas être placées près  
d’autres antennes ou émetteurs ou fonctionner avec ceux-ci. Les installateurs 
doivent s’assurer qu’une distance de 20 cm sépare l’appareil (à l’exception du   
combiné) des utilisateurs.
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Installation

WARNING

Installation or maintenance
must be performed by qua- 
lified professionals.
The appliance shall be in- 
stalled in accordance with
 national wiring regulations.

outdoor unit should be con- 

According to the local safe- 
ty regulations, use quali- 
fied power supply circuit
and circuit breaker.
All wires of indoor unit and

nected by a professional.
Be sure to cut off the power
supply before proceeding
any work related to elec- 
tricity and safety.

conditioner.
The grounding resistance

in electric shock, fire haza- 

Make sure the power supp- 
ly matches with the require- 
ment of air conditioner.
Unstable power supply or
incorrect wiring may result

rd or malfunction. Please 
install proper power supply
cables before using the air

 properly grounded. Inco-

should comply with nation- 
al electric safety regula-
tions.
Air Conditioner should be 

Installation must be per-
formed in accordance with 
the requirement of NEC 
and CEC by authorized 
personnel only.

rrect grounding may cause 
electric shock.
Do not put through the 
power before finishing in- 
stallation.
Do install the circuit brea-
ker. If not, it may cause 
malfunction.
Means for disconnection 
must be incorporated in 
the fixed wiring in accor-
dance with the wiring 
rules. 
Circuit breaker should be 
included magnet buckle 
and heating buckle func-
tion. It can protect the 
overload and circuit-short.
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CAUTION

Installation

sure it is always ground-
ed effectively, otherwise it 
may cause electric shock.

line.
The yellow-green wire in
 air conditioner is ground-
ing wire, which can't be us- 
ed for other purposes.
The air conditioner is the
first class electric applian- 
ce. It must be properly gro- 
under with specialized gr- 
ounding device by a pro-  
fessional. Please make 

Instructions for installation
and use of this product are
provided by the manufac- 
turer.
Select a location which is 
 out of reach for children 
and far away from animals 
or plants. If it is unavoid- 
able, please add the fence 
for safety purpose.
The indoor unit should be
installed close to the wall.
Don't use unqualified pow- 
er cord.
If the length of power con- 
nection wire is insufficient,
please contact the supplier
for a new one.
The appliance must be po- 
sitioned so that the plug is
accessible.
For the air conditioner with
plug, the plug should be re- 
achable after finishing in- 
stallation.
For the air conditioner with- 
out plug, a circuit breaker 
must be installed in the 

The temperature of refri- 
gerant circuit will be high,
please keep the interconn- 
ection cable away from the 
copper tube.
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WARNING

Before operation, please 
confirm whether power 
specification complies 
with that on nameplate.
Before cleaning or main-
taining the air condi-
tioner, please turn off air 
conditioner and pull out 
the power plug.
Make sure the power cord 
hasn’ t been pressed by 
hard objects.
Do not pull or drag the 
power cord to pull out the 
power plug or move the 
air conditioner.
Do not insert or pull out 
the power plug with wet 
hands. Please use the 
grounded power. Make 
sure the grounding is 
reliable.

If abnormal condition 
occurs (e. g. burned smell), 
please disconnect power 
at once and then contact 
local dealer.
When nobody is taking 
care of the unit, please 
turn it off and remove 
the power plug or dis-
connect power.
Do not splash or pour 
water on air conditioner. 
Otherwise, it may cause 
short circuit or damage 
to air conditioner.
Prohibit operating heat-
ing equipment around 
the air conditioner.
Prohibit operating the 
unit in the bathroom or 
laundry room.
Far away from fire source, 
inflammable and explo-
sive objects.
Children and disabled 
people are not allowed 
to use the portable room. 

If  the  SUPPLY CORD  is 
damaged, it  must  be repl-
aced by the manufacturer,
its service agent or sim-
ilarly qualified persons in 
order to avoid a hazard.
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Operation
and Maintenance

WARNING

er by yourself. It may cause
electric shock or damage.
Please contact dealer when 

ket. Otherwise, it may cau-  
se fire hazard.
Do disconnect power supp- 
ly when cleaning air condi- 
t ioner. Otherwise, it may
cause electric shock.
Do not wash the air condi- 
tioner with water to avoid
electric shock.
Do not spray water on in- 
door unit. It may cause ele- 
ctric shock or malfunction.
Do not repair air condition- 

you need to repair air con- 
ditioner.
After removing the filter, do 
not touch fins to avoid in- 
jury.
Do not extend fingers or 
objects into air inlet or air
outlet. It may cause person- 
al injury or damage.

This appliance can be used
by children aged from 8 
years and above and per- 
sons with reduced physi-
 cal, sensory or mental ca- 
pabilities or lack of expe-
rience and knowledge if
they have been given su- 
pervision or instruction con- 
cerning use of the applian- 
ce in a safe way and un- 
derstand the hazards in- 
volved.
Children shall not play with
the appliance.
Cleaning and user main-
tenance shall not be made
by children without super- 
vision.
If the supply cord is damag- 
ed, it must be replaced by 
the manufacturer, its ser- 
vice agent or similarly qua- 
lified persons in order to 
avoid a hazard.
Do not connect air condi- 
tioner to multi-purpose soc-
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Operation
and Maintenance

CAUTION

Do not spill water on the re- 
mote controller, otherwise 
the remote controller may 
be broken.
 Do not use fire or hair dry- 
er to dry the filter to avoid 
deformation or fire hazard.
Do not block air outlet or Power cord is overheat- 

ing or damaged.
There’s abnormal sound
during operation.
Circuit breaker trips off
frequently.
Air conditioner gives off
burning smell.
Indoor unit is leaking.

When below phenomenon 
occurs, please turn off air 
conditioner and disconnect 
power immediately, and 
then contact the dealer or 
qualified professionals for 
service.

air inlet. It may cause mal- 
function.
Do not step on top panel of 
outdoor unit, or put heavy 
objects. It may cause dam- 
age or personal injury.

For appliances made 
up of more than one 
factory made assembly 
specified by the 
manufacturer
to be used together, 
instructions shall be 
provided for completing 
the assembly to ensure 
compliance with
the requirements.





Clean filter

2. Clean filter
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Spring 
fastener

Spring 
fastener

Use clear water to wash it or dust catcher to
clean it. If the filter is very dirty (such as grease),
use warm water (45℃) dissolved with neutral
detergent to clean it, and then put it at the shady
place to dry it.

3. Install filter

1. Remove filter
Press the spring fasteners at both sides in the
direction indicated by the arrows.

3.

Meanwhile, lift up the filter so that it is separat- 
ed from the fasteners.
Pull the filter forward and remove it.

NOTICE: Checking before use-season
1.Check whether air inlets and air outlets are bl-

After  cleaning, reinstall the filter in reverse order.
Push it along the guide rails at both sides and
then press the left and right edges of the filter.
Refit the filter in the direction indicated by the
arrows.

4.

5.Do not remove the panel when cleaning it. Check whether drainage pipe is damaged.

Check whether filter is clean.
Check whether mounting bracket for outdoor
unit is damaged or corroded . If yes, please
contact dealer.NOTICE

●

●

 in good condition.

ocked.
2.Check whether air switch, plug and socket  are

Disconnect power supply.

If there're other error codes, please contact  qu-
alified professionals for service.

Clean filter and indoor unit’s panel.

NOTICE:  Checking after use-season
1.
2.
3.

Clean and maintenance
 ■ 

2.

 ■ 

WARNING

WARNING

■ 

■ ■ 

■ 

■ 

Error Code

Error code

F2

E8

Please contact qualified professionals for
service.

C5, F0, F1,

Troubleshooting

U8, H6, H3,

Notice for recovery
1.

E1, E5, E6,

Check whether mounting bracke t for outdo or
unit is damaged or corroded. If yes, please
contact dealer.

Many packing materials are recyclable mate-

Clean surface of indoor unit
When the surface of indoor unit is dirty, it is recomm-
ended to use a soft dry cloth or wet cloth to wipe it. 

The filter should be cleaned every three months .
If  there is much dust in the operation environme-
nt, clean frequency can be increased.
After removing the filter, do not touch fins to 
avoid injury.
Do not use fire or hair dryer to dry the filter to 
avoid deformation or fire hazard.

e tairporppa ni meht esopsid esaelP .slair
recycling unit.
If you want to dispose the air conditioner, please
contact local dealer or consultant service center
for the correct disposal method.

When air conditioner status is abnormal, tempe-
rature indicator on indoor unit will blink to display
corresponding error code. Please refer  to below 
list for identification of error code. 

NOTE

It can be eliminated after restarting the unit.
If not, please contact qualified professionals
for service.

Turn off the air conditioner and disconnect the 
power before cleaning the air conditioner to av-
oid electric shock.
Do not wash the air conditioner with water to 
avoid electric shock.
Do not use volatile liquid to clean the air 
conditioner.
Do not use liquid or corrosive detergent to clean 
the appliance and do not splash water or other 
liquid onto it , otherwise, it may damage the 
plastic components , even cause electric shock.









Indoor outdoor

5-10

2.

rear left

3.

cut off
the hole

2.

2.

2.

3.

Fix the wall-mounting frame on the wall with
tapping screws and then check if the frame
is firmly installed by pulling the frame. If the
plastic expansion particle is loose, please
drill another fixing hole nearby.

pipe joint union nut pipe

3.

NOTE
●

Φ55

Install wall-mounting frame
Step 2: 

Φ70

Outlet pipe

Choose installation location
Step 1: 

Recommend the installation location to the client 
and then confirm it with the client.

right

Step 4: 

1.Hang the wall-mounting frame on the wall; adjust
it in horizontal position with the level meter and
then point out the screw fixing holes on the wall.

Drill the screw fixing holes on the wall with im-
pact drill(the specification of drill head should
be the same as the plastic expansion particle)
and then fill the  plastic expansion particles in
the holes.

Step 3: 
Open piping hole
1.

Step 5: 
Connect the pipe of indoor unit

Installation of indoor unit

1.

wall-mounted frame, shown as below.

Aim the pipe joint at the corresponding

NOTE

left right

left

 rear right, left or rear left.

Pay attention to dust prevention 
-aem ytefas tnav eler ekat dna

sures when opening the hole.

bellmouth.
Pretighten the union nut with hand.

Please refer to the actual circumstances for  the
number of screws and the position of screws.

rear right

1. 
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The pipe can be led out in the direction of right, 

Choose the position of piping hole according

Adjust the torque force by referring to the

wrench on the union nut. Tighten the union
nut with torque wrench.When installation is finished, pull the mounting

plate with hand to confirm whether it is fixed
tightly. The force distribution for all screws
should be uniform.
Open a piping hole with the diameter of Φ55
or Φ70 on the selected outlet pipe position.
In order to drain smoothly, slant the piping
hole on the wall slightly downward  to the
outdoor side with the gradient of 5-10°.

to the direction of outlet pipe. The position of
piping hole should be a little lower  than the

When select leading out the pipe from left or
right, please cut off the corresponding hole on
the bottom case.

The wall panel is  for illustrative purposes only,
please refer to the actual installation.

union nut

torque wrench pipe

indoor pipe

open-end 
wrench

following sheet. Place the open-end wren-
 ch on the pipe joint and place  the torque

Wall

Wall

(Rear piping hole)
(For some models) (Rear piping hole)

Space
to the
wall

above
150mm

Left

Space
to the
wall

above
150mm
Right

Mark in the middle of it

Level meter





NOTICE
● The power cord and control wire can't be crossed or

winding.
● The drain hose should be bound at the bottom.

NOTICE
● The wiring board is for reference only, please refer

to the actual one.

3. connection pipe drain hose band

2 3

black

Outdoor unit connection

1. Put the bound pipes in the wall pipe and then

5. Check if the indoor unit is installed firmly and

upper hook
indoor unit

band

lower hook of
wall-mounting frame2.

21

Do not bend the drain hose too excessively in order
to prevent blocking.

indoor power cord

3.N(1)
4.

white
(blue)

red
(brown)

green
(yellow-green)

Hang the indoor unit
Step 9: 

Remove the wire clip; connect the power conn-
ection wire to the wiring terminal according to
the color; tighten the screw and then fix the po-
wer connection wire with wire clip.

Bind them evenly.
The liquid pipe and gas pipe should be bo-
und separately at the end.

closed to the wall.

indoor

wall pipe

2.

3.

4.

4. outdoor
5.

sealing gum

gas
pipe

liquid pipe

drain hose

●

indoor and
outdoor power cord

     drain hose with the band.

Step 8: 
Bind up pipe
1. Bind up the connection pipe, power cord and

NOTICE

Reserve a certain length of drain hose and
power cord for installation when binding th-
em. When binding to a certain degree, sep-

 arate the indoor power and then separate
the drain hose.

WARNING
Communication cables should be laid out through 
cabling trough, conduit tube or cable channel; 
otherwise, it may cause electric shock or death. 

    make them pass through the wall hole.
Hang the indoor unit on the wall-mounting

  frame.
Stuff the gap between pipes and wall hole

 with sealing gum.
Fix the wall pipe.

Put wiring cover back and then tighten the screw.
Close the panel.
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Check after installation

Test operation

●

1.
●
●

Check according to the following requirement
after finishing installation.

Preparation of test operation
The client approves the air conditioner.
Specify the important notes for air conditioner to
the client.

Items to be checked Possible malfunction
The unit may drop, shake or
emit noise.

Has the unit been 
installed firmly?

Is water drained well? It may cause condensation 
and water dripping. 

Have you done the refri-
gerant leakage test? 

It may cause insufficient 
cooling(heating) capacity.

It may cause malfunction or 
damage the parts. 

Is electric wiring and pip-
eline installed correctly?

It may cause malfunction or 
damage the parts. 

Is the unit grounded 
securely?

Does the power cord fol-
low the specification?

It may cause malfunction or 
damage the parts. 

Is there any obstruction in 
the air inlet and outlet? 

Is heat insulation of pipe-
line sufficient?

It may cause malfunction or 
damage the parts. 

The gas valve and liquid 
valve of connection pipe 
are open completely? 

The dust and sundries 
caused during installation 
are removed? 

It may cause condensation 
and water dripping. 

It may cause electric leakage.

Is the inlet and outlet of 
piping hole been covered? 

Is the voltage of power 
supply according to the 
voltage marked on the 
nameplate?

It may cause insufficient 
cooling(heating) capacity.

It may cause insufficient 
cooling (heating) capacity.

It may cause insufficient 
cooling (heating) capacity 
or waste electricity.

●

●  (61°F), 

2.
●

If the ambient temperature is lower than 16°C
the air conditioner can’t start cooling.

Method of test operation
  Put through the power, press On/Off  button on
the remote controller to start operation.
Press MODE button to select  AUTO, COOL, DRY  ,
 FAN and HEAT to check whether the operation is
normal or not.
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●

–

–

that capacitors are discharged: this shall be

that there is continuity of earth bonding.

resistant to being corroded or are suitably protect-
ed against being so corroded.

– that no live electrical components and wiring are

done in a safe manner to avoid possibility of 
sparking;

exposed while charging, recovering or purging the 
system;

●

● Repair to intrinsically safe components

 Repairs to sealed components
Sealed electrical components shall be replaced.

Intrinsically safe components must be replaced.
● Cabling

●

Check that cabling will not be subject to wear,
corrosion, excessive pressure, vibration, sharp
edges or any other adverse environmental effects.
The check shall also take into account the effects
of aging or continual vibration from sources such
as compressors or fans.

Checks to electrical devices
Repair and maintenance to electrical components
shall include initial safety checks and component
inspection procedures. If a fault exists that could
compromise safety, then no electrical supply shall
be connected to the circuit until it is satisfactorily
dealt with. If the fault cannot be corrected immedi-
ately but it is necessary to continue operation, an
adequate temporary solution shall be used. This
shall be reported to the owner of the equipment so
all parties are advised.
Initial safety checks shall include:

– bubble method,
– fluorescent method agents.

● Removal and evacuation

 Detection of flammable refrigerants
Under no circumstances shall potential sources of
ignition be used in the searching for or detection
of refrigerant leaks. A halide torch (or any other
detector using a naked flame) shall not be used.
The following leak detection methods are deemed
acceptable for all refrigerant systems.
Electronic leak detectors may be used to detect
refrigerant leaks but, in the case of flammable
refrigerants, the sensitivity may not be adequate,
or may need re-calibration. (Detection equipment
shall be calibrated in a refrigerant-free area.)
Ensure that the detector is not a potential source
of ignition and is suitable for the refrigerant used.
Leak detection equipment shall be set at a
percentage of the LFL of the refrigerant and shall
be calibrated to the refrigerant employed, and the
appropriate percentage of gas (25% maximum) is
confirmed.

If a leak is suspected, all naked flames shall be 
removed/extinguished.
If a leakage of refrigerant is found which requires 
brazing, all of the refrigerant shall be recovered 
from the system, or isolated (by means of shut off 
valves) in a part of the system remote from the 
leak. Removal of refrigerant shall be according to 
clause Removal and evacuation.

Leak detection fluids are also suitable for use with

most refrigerants but the use of detergents con-
taining chlorine shall be avoided as the chlorine
may react with the refrigerant and corrode the
copper pipe-work.
NOTE: Examples of leak detection fluids are

– safely remove refrigerant following local and
national regulations;

– evacuate;
– purge the circuit with inert gas (optional for A2L);
– evacuate (optional for A2L);
– continuously flush or purge with inert gas when

using flame to open circuit; and
– open the circuit.

When breaking into the refrigerant circuit to make 
repairs – or for any other purpose –conventional 
procedures shall be used. However, for flammable 
refrigerants it is important that best practice be 
followed, since flammability is a consideration. 
The following procedure shall be adhered to:

The refrigerant charge shall be recovered into the 
correct recovery cylinders if venting is not allowed 
by local and national codes. For appliances con-
taining flammable refrigerants, the system shall be 
purged with oxygen-free nitrogen to render the 
appliance safe for flammable refrigerants. This 
process might need to be repeated several times. 
Compressed air or oxygen shall not be used for 
purging refrigerant systems.
For appliances containing flammable refrigerants, 
refrigerants purging shall be achieved by breaking 
the vacuum in the system with oxygen-free nitro-
gen and continuing to fill until the working pres-
sure is achieved, then venting to atmosphere, and 
finally pulling down to a vacuum (optional for A2L). 
This process shall be repeated until no refrigerant 
is within the system (optional for A2L). When the 
final oxygen-free nitrogen charge is used, the 
system shall be vented down to atmospheric pres-
sure to enable work to take place.
The outlet for the vacuum pump shall not be close 
to any potential ignition sources, and ventilation 
shall be available.
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●

● Decommissioning

operation.
Isolate system electrically.
Before attempting the procedure, ensure that:

Become familiar with the equipment and its 

–

Charging procedures
In addition to conventional charging procedures,
the following requirements shall be followed.

Ensure that contamination of different refriger-

a)

c)

d)

b)

e)

f)

g)

h)

ants does not occur when using charging equip-
ment Hoses or lines shall be as short as possible
to minimise the amount of refrigerant contained in
them.
– Cylinders shall be kept in an appropriate posi-
tion according to the instructions.
– Ensure that the refrigerating system is earthed
prior to charging the system with refrigerant.
– Label the system when charging is complete (if
not already).
– Extreme care shall be taken not to overfill the
refrigerating system.
Prior to recharging the system, it shall be pres-
sure-tested with the appropriate purging gas. The  
system shall be leak-tested on completion of 
charging but prior to commissioning. A follow up 
leak test shall be carried out prior to leaving the 
site.

mechanical handling equipment is available, 
if required, for handling refrigerant cylinders;
all personal protective equipment is available 
and being used correctly;
the recovery process is supervised at all 
times by a competent person;
recovery equipment and cylinders conform to 
the appropriate standards.

Before carrying out this procedure, it is essential
that the technician is completely familiar with the
equipment and all its detail. It is recommended
good practice that all refrigerants are recovered
safely. Prior to the task being carried out, an oil
and refrigerant sample shall be taken in case
analysis is required prior to re-use of recovered
refrigerant. It is essential that electrical power is
available before the task is commenced.

i)

j)

k)

● Labelling

●

Do not overfill cylinders. (No more than 80% 

Pump down refrigerant system, if possible.
If a vacuum is not possible, make a manifold so 
that refrigerant can be removed from various 
parts of the system.
Make sure that cylinder is situated on the 
scales before recovery takes place.
Start the recovery machine and operate in 
accordance with instructions.

Equipment shall be labelled stating that it has
been de-commissioned and emptied of refrigerant.
The label shall be dated and signed. For applianc-
es containing flammable refrigerants, ensure that
there are labels on the equipment stating the
equipment contains flammable refrigerant.

volume liquid charge).
Do not exceed the maximum working pressure 
of the cylinder, even temporarily.
When the cylinders have been filled correctly 
and the process completed, make sure that the 
cylinders and the equipment are removed from 
site promptly and all isolation valves on the 
equipment are closed off.
Recovered refrigerant shall not be charged into 
another refrigerating system unless it has been 
cleaned and checked.

 Recovery
When removing refrigerant from a system, either
for servicing or decommissioning, it is recom-
mended good practice that all refrigerants are
removed safely.
When transferring refrigerant into cylinders,
ensure that only appropriate refrigerant recovery
cylinders are employed. Ensure that the correct
number of cylinders for holding the total system
charge are available. All cylinders to be used are
designated for the recovered refrigerant and
labelled for that refrigerant (i.e. special cylinders
for the recovery of refrigerant). Cylinders shall be
complete with pressure-relief valve and associat-
ed shut-off valves in good working order. Empty
recovery cylinders are evacuated and, if possible,
cooled before recovery occurs.
The recovery equipment shall be in good working
order with a set of instructions concerning the
equipment that is at hand and shall be suitable
for the recovery of the flammable refrigerant. If in
doubt, the manufacturer should be consulted. In
addition, a set of calibrated weighing scales shall
be available and in good working order. Hoses
shall be complete with leak-free disconnect cou-
plings and in good condition.
The recovered refrigerant shall be processed
according to local legislation in the correct recov-
ery cylinder, and the relevant waste transfer note
arranged. Do not mix refrigerants in recovery
units and especially not in cylinders.
If compressors or compressor oils are to be
removed, ensure that they have been evacuated
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    Any pictograms used should be as simple as 
possible and contain only essential details.

 Avoid other heat sources or direct sun light.

    Attention is drawn to the fact that additional trans-
portation regulations may exist with respect to 
equipment containing flammable gas. The maxi-
mum number of pieces of equipment or the config-
uration of the equipment permitted to be transport-
ed together will be determined by the applicable 
transport regulations.

    Signs for similar appliances used in a work area 
are generally addressed by local regulations and 
give the minimum requirements for the provision of 
safety and/or health signs for a work location.

   The storage of the appliance should be in accor-
dance with the applicable regulations or instruc-
tions, whichever is more stringent.

   Avoid a place where is possible for inflammable 
gas to leak out.

Marking of equipment using signs

Storage of equipment/appliances

Storage of packed (unsold) equipment

    The effectiveness of signs should not be dimin-
ished by too many signs being placed together.

Disposal of equipment using flammable 
refrigerants
See national regulations.

    Storage package protection should be construct-
ed such a way that mechanical damage to the 

   All required signs are to be maintained and 
employers should ensure that employees receive 
suitable and sufficient instruction and training on the 
meaning of appropriate safety signs and the 
actions that need to be taken in connection with 
these signs.

Transportation, marking and storage for units 
Transport of equipment containing flammable 
refrigerants.

equipment  inside the package will not cause a leak 
of the REFRIGERANT CHARGE.
    The maximum number of pieces of equipment 
permitted to be stored together will be determined 
by local regulations.

to an acceptable level to make certain that flam-
mable refrigerant does not remain within the
lubricant. The compressor body shall not be
heated by an open flame or other ignition sources
to accelerate this process. When oil is drained
from a system, it shall be carried out safely.



GREE ELECTRIC APPLIANCES, INC. OF ZHUHAI

Add: West Jinji Rd, Qianshan, Zhuhai, Guangdong, China, 519070 


	
	空白页面

	
	空白页面
	空白页面

	
	空白页面




